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Note:

All drop sections shall match incoming pipe

size unless otherwise noted.
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16" barrel section

See standard sanitary manhole detail for precast cone type

27"

Adjusting rings shall be per S.D.P. 3300-02,

and be HDPE as manufactured by Ladtech or

approved equal

Casting

1/4" to 5/8" below finished grade

Pavement or

ground line

Fill with concrete

mortar between

horseshoes & pipe

Chimney

seal

Grout doghouses (typ.)

Sanitary Drop Manhole

(Outside)
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